

















NOTES

All dimensions to be checked on site.

No Dimensions to be scaled from the drawing.

All Discrepancies to be notified to the Surveyor / Architect.

All work to be carried out in accordance with the Current Building

Regulations and Relevant Codes of Practice.

e  This drawing to be read in conjunction with specification and consultants

drawings.

e  Boundaries shown are for planning purposes only and not to be used as
evidence of title

Dimensions refer to:

(a) minimum aggregate openable leaf width of doors;

(b) width of corridor measured between finished surface of walls or

other-fixed obstructions (such as protruding columns) at shoulder level,

subject to handrails not intrudingmore than 100mm or skirtings not

intruding more than 30mm into the measured width;

(c) clear width of stairway measured between walls or balustrades

subject to handrails intruding not more than 100mm or stringers not

intruding more than 30mm into the clear width.

Escape doors and windows
Escape doors and escape windows having an unobstructed opening

not less than 850mm high and 500mm wide which should be
secured with fastenings which are readily openable from the inside.
The bottom of the window opening to be not more than 1100mm
and not less than 800mm above the floor of the room within which
itis situated. The ground beneath the window is to be clear of any
obstructions such as railings or horizontally hung windows and is to
comprise a surface suitable for pitching portable ladders from.

This drawing is to read in conjunction with Wherity Chartered
Surveyors Compliance Report and / M&E Consultant Specifications.

Itis noted that this drawing does not indicate the fire protection of service
ducts. For the options in relation to same refer to Compliance Report /
M&E Consultant Specifications.

Site
Safety Glazing

Any glazing in a critical location must be laminated or toughened to
B.S. 6206 Clause 5.3. A critical location is any glazed area within
800mm from finished floor level in a wall or partition or 1500mm in a
door of side panel.

Existing Car Park

&

Emergency Escape Lighting to be in accordance with I.S. 3217 - 2013
Siting of essential emergency escape lighting luminaries;

An emergency escape lighting luminaire shall be sited at points where it
is necessary to emphasise the position of potential hazards:

a) near each intersection of corridors,

b) at each exit door and emergency exit door.

c) near each change to direction (other than on a staircase),

d) near each staircase so that each flight of stairs receives direct light
e) near any other change of floor level

f) outside each final exit and close to it.

g) near each fire alarm call point

h) near fire fighting equipment

i) atexit and safety signs required by the enforcing authority.

j) near each first aid post

k) in each refuge area as defined in Part M of the Building Regulations.
(To calculate as "near"; measure 2m horizontally)

Site access, etc. to remain as
existing & unaltered
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Any landing valves on dry rising main to conform BS5306: Part 1: 1988.
Any Inlet valves to dry rising main conforming with BS5306: Part 1: 1988.
Any Fire Hydrants to conform with BS750: 1984 Specification for
Underground Fire Hydrants and Surface Box Frames and Covers.

Any Firefighting lifts to conform with relevant recommendations of
BS5588: Part 5: 1991.
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